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1) Image of doorway leading into Conference Room 2428 located on the 24th Floor of the BOE 

Building (Subject Building) located at 450 N Street, Sacramento, California at time of 
assessment.     

 

 
 
2) Image of staining “yellow splatter” from unknown origin present within room 2428 at time of 

assessment.        
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3) Close-up image of stained wallboard material following baseboard removal within 2428 

conference room.  Eastern interior wall subject. 
 

 
 
4) Image of adjacent affected wall within room 2427 at time of assessment.  Western interior 

wall subject.  
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5) Close-up image of wallboard material following vinyl baseboard removal within foom 2427 

at time of assessment.    
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